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ADDENDUM NO. 1 
Nebraska State Office Building 

Fans and Diffusers 

301 Centennial Mall South 

Lincoln, Nebraska $ 2014 

May 2014 / OA Project No. 012$2549 

 
 

Design Professionals: 
Olsson Associates – Mechanical & Electrical Engineers 
  

DATE OF ISSUANCE:  June 10, 2014 
 
The Project Manual and Project Drawings dated May 2014, for the above referenced project, are amended by this 
addendum. 
 

NOTICE:  This Addendum is issued to all interested prospective bidders as an amendment to the project manual 
or other parts of the bidding (contract) documents for the above named project.  Reference to this Addendum 
must be included in the Bid proposal.  The information contained herein shall be fully incorporated into the contract 
documents as though originally included therein. 
 

PROJECT CHANGES 
 

1) Refer to the Advertisement For Bids 
 
Add:  “The location of the pre.bid meeting within the State Office Building itself is TBD, location signs will be 
posted in the building lobby day of the meeting.” 
 
 

2) Refer to Sheets MD1.0, MD2.0, M1.0, M2.0 – Lower Level Mechanical Plans 
 

In reference to these sheets (not attached), label OA (Outside Air) Shafts dimensions as 14’.1/2” X 3’.6”.  All 4 
shafts get the same dimension label. 

 
 

3) Refer to All “M” Sheets (with the exception of M3.1) – Mechanical Plans 
 

In reference to these sheets (not attached), note that all existing flex duct and attached run.out duct to 
individual demoed diffusers is 6” round.  Where these 6” flex and hard ducts attach to the duct trunks, 
(although not entirely clear on the drawings) there is an approximately 3.4” long stub piece of insulated 6” 
round hard duct extending from the trunk.  Where new 8” round hard duct is attached (replacing the old 6” 
duct), the new manual balancing damper shall be 8”, not 6”. 

 
 

4) Refer to M3.1.1 – Mechanical Legend, Schedules, Details, and P&ID’s 
 

In reference M3.1.1 (attached), note the Cold Supply Fan listed exceeded the internal dimensions of the AHU, 
the schedule has been updated to reflect a new Cold Supply Fan selection.  Also, in Remark 11, the inch 
marks(“) printed as question marks (?), the schedule has been updated to type out the word “inch”.    

 
 
 

END OF ADDENDUM NO. 1 
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M3.1 MECHANICAL SCHEDULES


